A,

P. Monroe Street, Poblacion, Mariveles, Bataan, Phillppines, 2105
wconG mupinas Mobile: 0968-854-5320/ (047) 6136711
procurement@mmh.gov.ph procurement mmwgh@gmail.com / mmwgh.gov.ph
REQUEST FOR QUOTATION (RFQ)
DATE: 15-Sep-2026
RFQ NO. 186-2026
PR. NO. 2026-09-0322

BUSINESS NAME

ADDRESS:
CONTACT NO./EMAIL
TIN

SIR/ MADAM:

The Mariveles Mental Wellness and General Hospital [MMWGH) through its Bids and Awards Committee invites all eligible and
PhilGEPS-registered suppliers, contractors and consultants to quote the best offer for the item/s described herein subject to the
Terms and Conditions and/or Technical Specifications and within the Approved Budget for the Contract. (ABC)

This pro-forma i k bmitted either in a sealed envelope to the BAC Office at the address provided, or electronically via email
ail.com adhering to the conditions stated below on or before: Septomber 22, 2026, 4:00 PM

Very Truly Yofirs,

VINCENT A. ISIP, MPA
Chief Administrative Officer - HOPSRg(

MINIMUM REQUIRED DOCUMENTS/ INFORMATION TO BE SUBMITTED AS ATTACHMENTS TO THE QUOTATION/ PROPOSAL
® PhilGEPS Registration Certificate or PhilGEPS Number

® Mayor's/ Business Permit

® DTV SEC Certificate / COA Certificate

* BIR Form 2303

« Sample Sales Invoice

« PCAB License (for Infrastructure)

® Professional License/ Curriculum Vitae (for Consulting Services)

® Updated Tax Clearance {for ABCs above 50K)

* |ncome/ Business tax Return (for ABCs above 500K)

® Notarized Omnibus Sworn Statement with duly notarized Secretary's Certificate, Board/Partnership Resolution,
or Special Power of Attorney, whichever is applicable

{for ABCs above 50K must be submitted by the winning bidder within two (2) days from notification of Procurement Office

I

10.

11.
12

C: TERMS AND CONDITIONS:

. In case of tie quotations, the BAC shall adopt and employ “toss coin” as the tie-breaking method to finally determine the single winning provider

. MMWGH reserves the right to reject any and all quotations, declare a failure, or not award the contract pursuant to Section 41 of the same RIRR.
. Salient provisions of the Implementing Rules and Regulations (IRR) of Republic Act (RA) 12009: Section 97 - Liguidated Damages and

Quotations shall be accepted through MANUAL SUBMISSION IN A SEALED ENVELOPE at the above-stated address and EMAIL at the
above-stated email address.

The official bid offer must be duly signed by the bidder or by the authorized representative. All entries must be typewritten or must be legible.
if handwritten. Do not alter the contents of this form in any way.

In case the supplier use their pro-forma quotation bearing either the company's or supplier's letterhead, such quotation shall contain all the
mandatory requirements/provisions including manif ion on the agl nt with the Terms and Conditions in this RFQ.

All prices offered herein are valid, binding and effective for sixty (60) calendar days from the deadline of submission.

Price quotations to be denominated in Philippine Peso shall include all applicable government taxes, duties and/or levies payable.

in accordance with GPPB Circular 06-2005.

Section 98 - Section 105 - Suspension and Blacklisting shall be observed.
Delivery terms: Delivery to MMWGH within ten (10) working days upon receipt of Purchase Order (PO) or within the working days
indicated in the PO. The entirety of the items listed in the Purchase Order/ Job Order must be delivered.
Payment terms: Fifteen (15) working days upon completion of delivery.
Warranty: To ensure the delivery of the quality goods and ensure that manufacturing defects will be corrected by the supplier, the
pplier shall provide a security.
For GOODS, the supplier shall impose a three (3) month-period in case of Expendable Supplies or a minimum of one (1) year in the case of
Non-Expendable Supplies after acceptance of the delivered supplies.Warranty security may be obligated by the supplier through special bank
guarantee or retention money in an amount equivalent to 2.5% of the total contract price.
For INFRASTRUCTURE, contractor shall be required to post a warranty in accordance with the following schedule.The warranty security shall be
denominated in Philippine Pesos, remain effective for one (1) year from the date of issuance of the Certificate of Final Acceptance by the Procuring
Entity, and returned only after the lapse of the said one (1) year period.
@ Cash or Letter of Credit issued by a Universal or Commercial Bank: Provided, however, That the Letter of Credit shall be confirmed or
auntheticated by a Universal or Commercial Bank, if issued by a foreign bank. (Equivalent to 5% of the Total Contract Price)
@ Bank guarantee confirmed by a Uni L or C ial Bank. [Equivalent to 5% of the Total Contract Price)
@ Surety bond callable upon demand issued by GSIS or a surety or insurance company duly certified by the Insurance Commission as
authorized to issue such security (Equivalent to 30% of the Total Contract Price)

MMH-PRO-04-08-03



Department of Health
Central Luzon Center for Health Development

Mobile: 0968-854-5320/ (047) 613-6711

MARIVELES MENTAL WELLNESS AND GENERAL HOSPITAL
P. Monroe Street, Poblacion, Mariveles, Bataan, Philippines, 2105

procurement@mmh.gov.ph/ procurement. mmwgh@gmail.com / mmwgh.gov.ph

REQUEST FOR QUOTATION (RFQ)

D. TO BE FILLED BY THE PROCUREMENT UNIT

DATE: 15-Sep-2026

RFQ NO. 186-2026

PR. NO. 2026-09-0322

TO BE FILLED BY THE BIDDER

QTy
UNIT/

ITEM NO.

:
:

ABC

TECHNICAL SPECIFICATIONS AND DESCRIPTION

TOTAL
AMOUNT

BRAND/MODEL UNIT COST

(Suppliers shall include
the Brand and Model)

Lot

605,353.20

605,353.20

Supply of labor and materials for General Cleaning and
Assessment of:

Sixty Eight (68) - Window Type Aircon

One Hundred Forty-four (144) - Split Type (Wall mounted)
Aircon;

and Twenty-four(24) - Split Type (Floor mounted) Aircon

CONTRACT DURATION: 90 DAYS

-SEE SCOPE OF WORKS AND SPECIFICATIONS

**NOTHING FOLLOWS™*

RFQ served by:

Marc Rommell P. Urriquia

Canvasser

Will not participate due to:
D Budget is too low.
D Requested item not available
["] Venue is fully booked
D Does not have eligibility documents
EI Non-conformity with government payments
E] Others, please specify

After having carefully read and accepted the General Terms
and Conditions, I/'We quote you on the item at prices noted

above.

Printed NMame and Signature of Bidder

MMH-PRO-04-08-03
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Appendix 60
PURCHASE REQUEST  Mar Urriquia

m
Name: MARIVELES MENTAL WELLNE L HOSPITA Fund Cluster: 01 ( (,ﬂﬂ)

Office/Section : PR No.: ") = Date:

EFMU-Maintenance |Responsibility Center Code : hop-efm St 09,9000
Stock/ g i’

Property No. Unit Item Description Quantity | Unit Cost | Total Cost

Supply of labor and materials for
General Cleaning and Assessment of:
Sixty Eight (68) - Window Type Aircon
py Smbndel SRR AR 0PI, |y e 1 605,353.20|  605,353.20

Type (Wall mounted) Aircon; and e e
Twenty-Four(24) - Split Type (FLoor
mounted) Aircon
-See Scope of Works and Specifications

***nothing follows***

FONDS AVAILABLE

/T T,

MARY JOY 5. BANIQUED

Head, Budget Unit

[ 4 StP 2076

TOTAL 605,353.20

Purpose:

For the general cleaning am} assessment of aircon units in MMWGH Buildings

Requested By: _)/ Approved By:
Signature : Q<

Printed Name : JOHNIEL JUNE M. VILLANUEVA, REE VINCENT A. ISIP, MPA
Designation :  Head, EFMU-Maintenance Bection / Engr.IIl Chief Administrative Officer-HOPSS




Department of Health
Central Luzon Center for Health Development

MARIVELES MENTAL WELLNESS AND GENERAL HOSPITAL
P. WHowrose Strect. Poblacion, Mariveles. Bataan, Philispines, 2105

BAGONG PILIPINAS E Mobile: 0968-8525-604: Office of the Medical Center Chief: 0968-852-6726 & mail@mmwah.gov.ph & mmwgh.gov.ph

L

&
ad

SCOPE OF WORKS AND SPECIFICATIONS

PROJECT TITLE GENERAL CLEANING AND ASSESSMENT OF AIRCON IN MMWGH
LOCATION : MMWGH BUILDINGS

I. General Requirements

The Contractor shall provide all necessary labor, tools, equipment, cleaning materials, and consumables required
for the cleaning, inspection, testing, and assessment of the air-conditioning units.

For each unit, the Contractor shall:

Conduct an initial inspection and assess the overall condition and operating performance of the unit.

1.

2. Perform the required cleaning and preventive maintenance appropriate to the unit type.

3. Check electrical connections, controls, motors, fans/blowers, filters, coils, drain system. and other
accessible components.

4. Check refrigerant condition/pressure and identify possible refrigerant leaks.

5. Inspect refrigerant piping and insulation for deterioration, damage, or inadequate insulation.

6. Test the unit after cleaning to verify proper operation and cooling performance.

7. ldentify and report any defective, damaged. worn-out, or deteriorated parts requiring repair or replacement.

8. Identify units requiring refrigerant recharge or further leak detection/repair.

9. Submit an assessment report for each unit indicating the work performed, observed condition, defects noted,

and recommended corrective actions.

Any replacement of parts, insulation, or refrigerant recharge beyond the regular cleaning and maintenance scope
shall be subject to the Owner's approval and separate quotation, unless otherwise specified.

IL. Sixty-Eight (68) Window-Type Air-Conditioning Units
The Contractor shall perform the following:

Remove and clean the air filters.
Clean the evaporator and condenser coils using appropriate cleaning methods.
Clean the blower/fan, fan housing, and other accessible internal components.
Clean and clear the condensate drain pan and drain line.
Clean the exterior casing and accessible components.
Inspect the fan motor, capacitor, thermostat/control system, and electrical connections.
Inspect the compressor and refrigerant system for abnormal operation or signs of leakage.
Check refrigerant pressure and assess whether refrigerant recharge is required.
Check for unusual noise, vibration, water leakage, or other operating abnormalities.
. Test the unit after cleaning and verify proper cooling and operation.
. Report any parts requiring repair or replacement, including motors, capacitors, controls, electrical
components, fan/blower components, or other defective parts.

— = D 00 1 ) ) —

Y
>

VISION MISSION QUALITY POLICY
Mariveles Mental Wellness We are committed to delivering The Mariveles Mental Wellness and General Hospital is committed to provide
and General Hospital is the compassionate, safe and high- affordable and quality mental and medical health care with Fairness,
premier client-oriented DOH quality healthcare in every Accountability, and Continuous improvement.
hospital, providing safe, encounter by preserving We shall ensure compliance with statutory and regulatory requirements.
CAIREIIon Parngr oon! efficient, and quality services dignity, strengthening hope and We pledge to continually improve our Quality Management System to exceed our
promation holistic well-being clients’ satisfaction.

for a healthier and more

resilient community. MMH-HOPM-UB-‘] 2



Department of Health
Central Luzon Center for Health Development

MARIVELES MENTAL WELLNESS AND GENERAL HOSPITAL
P. Monroe Street. Poblacion, Manivelee, Bataan, Dhditpines. 2105

" BAGONG PILIPINAS E Mobile: 0968-8525-604: Office of the Medical Center Chief: 0968-852-6726 &8 mail@mmuwah.qov.ph & mmwgh.gov.ph

&

II1. One Hundred Forty-Four (144) Split-Type Wall-Mounted Air-Conditioning Units

Indoor Unit

The Contractor shall:

Remove and thoroughly clean the air filters.

Clean the evaporator coil, blower wheel, fan, and internal components.
Clean the drain pan and flush the condensate drain line.

Clean the louvers, casing, and accessible surfaces.

Inspect the blower motor, controls, sensors, and electrical connections.
Check for water leakage. abnormal noise, vibration, or other defects.

Outdoor Unit

The Contractor shall:

TG B Bt

Clean the condenser coil and outdoor unit components.

Clean the condenser fan and fan housing.

Inspect the compressor, fan motor, capacitor, electrical connections, and controls.
Check refrigerant pressure and inspect the refrigerant circuit for possible leaks.
Inspect refrigerant piping and insulation for deterioration or damage.

Identify sections where refrigerant pipe insulation requires replacement.

Test the complete system after cleaning and verify proper cooling performance.

IV. Twenty-Four (24) Split-Type Floor-Mounted Air-Conditioning Units

The Contractor shall perform the following:

ok L —

6
1
8.
9.
1

Clean the indoor unit's filters, evaporator coil, blower/fan, louvers, and internal components.

Clean the drain pan and flush the condensate drain system.

Clean the unit casing and accessible surfaces.

Clean the outdoor condenser coil, fan, and housing.

Inspect the indoor and outdoor fan motors, compressor. capacitors, controls, sensors, and electrical
connections.

Check refrigerant pressure and inspect the refrigerant system for possible leakage.

Inspect refrigerant piping and insulation for damage, deterioration, or insufficient insulation.

Identify and report any insulation requiring replacement.

Check for abnormal noise, vibration, water leakage, or other operational issues.

0. Conduct operational testing after completion of cleaning and maintenance.

V. Unit-by-Unit Assessment and Reporting

The Contractor shall provide a unit-by-unit assessment after inspection and cleaning. The assessment shall include,
as a minimum:

Item Required Information

&
v

Unit Identification - Location / Asset No. / Unit Type
Condition - Good / Fair / Poor / For Repair
Cleaning Status - Completed / Additional Cleaning Required
VISION MISSION QUALITY POLICY
Mariveles Mental Weliness We are committed to delivering The Mariveles Mental Wellness and General Hospital is committed to provide
and General Hospital is the compassionate, safe and high- affordable and quality mental and medical health care with Fairness,
premier client-oriented DOH guality healthcare in every Accountability, and Continuous improvement.
hospital, providing safe, encounter by preserving We shall ensure compliance with statutory and regulatory requirements.

Cenification MPartaer Global

*

efficient, and quality services dignity, strengthening hope and We pledge to continually improve our Quality Management System to exceed our

promotion holistic well-being clients’ satisfaction.
for a healthier and more

resilient community. MMH-HOP-04-08-1
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Department of Health
Central Luzon Center for Health Development

MARIVELES MENTAL WELLNESS AND GENERAL HOSPITAL
P. Wownoe Street. Poblacian. Waniveles, Bataan. Philispines. 2105

BAGONG PILIPINAS E Mobile: 0968-8525-604: Office of the Medical Center Chief: 0968-852-6726 & mail@mmwgh.gov.ph 2 mmwgh.gov.ph

Insulation -
Refrigerant -
Leakage =
Electrical -
Operation -
Recommendations
Cost Proposal

—

Parts requiring repair or replacement

Condition and replacement requirement

Normal / Low / Recharge Required

None observed / Suspected / Repair Required
Condition of electrical components and connections
Cooling and operating condition

Required corrective actions

Separate quotation for additional works. if applicable

The Contractor shall clearly distinguish between works included in the cleaning/maintenance scope and additional
repair, replacement, insulation works. refrigerant recharge, or other corrective works requiring approval.
All units shall be returned to a clean, safe, and operational condition upon completion of the approved works.

VI. Work Schedule

Work shall be scheduled at a mutually agreed time, ensuring minimal disruption to operations.

| Dela Cruz

Prepared by:

S+

Marco Marcelo
2026.08.24
14:40:29

| +08'00'

MARCO M. DELA CRUZ
Administrative Assistant |

Recommending Approval:

Digally signed by
Qg Isip Vircent Advitcula
W Date 2026 08.24

153047 +08'00

VINCENT A. ISIP

Chief Administrative Officer

Approved:
a Dennis Dayao Laurio
o 08.25
- —sn Fala N h 48
DENNIS DAYAO L. ORDONA, MD

Medical Center Chief I1

-

&

VISION
Mariveles Mental Wellness
and General Hospital is the
premier client-oriented DOH
hospital, providing safe,
efficient, and quality services

Cortification Partner Global

MISSION
We are committed to delivering
compassionate, safe and high-
quality healthcare in every
encounter by preserving
dignity, strengthening hope and
promotion holistic well-being
for a healthier and more
resilient community.

QUALITY POLICY
The Mariveles Mental Wellness and General Hospital is committed to provide
affordable and quality mental and medical health care with Fairness,
Accountability, and Continuous improvement.
We shall ensure compliance with statutory and regulatory requirements,
We pledge to continually improve our Quality Management System to exceed our
clients’ satisfaction.

MMH-HOP-04-08-12




Republic of the Phillipines
DEPARTMENT OF HEALTH
MARIVELES MENTAL WELLNESS AND GENERAL HOSPITAL
P. Monroe St., Mariveles, Bataan

PROJECT TITLE: GENERAL CLEANING AND ASSESSMENT OF AIRCON IN MMWGH
LOCATION: MMWGH BUILDINGS
PROJECT DURATION: 90 CALENDAR DAYS

COST ESTIMATE |
. LABOR MATERIAL | EQUIPT
ITEM DESCRIPTION QTY. | UNIT UNIT | TOTAL TOTAL | TOTAL TOTAL
cosT cosT COST | cosT

1 | New Laboratory Building Complex . | ' |

1.a | Split Type Aircon Unit 20.00 | unit 2,150.00 ! 43,000.00 4,300.00 47,300.00

'1.b | Floor Mounted Aircon Unit 2.00 | unit 2,688.00 5,376.00 538.00 5,914.00

| 2 | Modular Building i

| 2a | WindowType | 2400 unit 1,210.00 | 29,040.00 290400 31,944.00

. 2b  Split Type Aircon Unit | 200 unit 2,150.00 | 4,300.00 | 430.00 4,730.00

| 2.c | Floor Mounted Aircon Unit 4,00 unit 2,688.00 10,752.00 | 1,075.00 11,827.00

‘ 3 OPU Building - ' | ]

' 3a | Window Type  7.00 | unit 1,210.00 8,470.00 847.00 9,317.00
3.b | Split Type Aircon Unit 28.00  unit 2,150.00 |  60,200.00 6,020.00 66,220.00
3c | Floor Mounted Aircon Unit 3.00 | unit 2,688.00 | 8,064.00 806.00 8,870.00
4 New Infirmary Building

| 4a | Window Type 2.00 | unit 1,210.00 2,420.00 242.00 | 2,662.00

" 4b | Split Type Aircon Unit 18.00 | unit 2,150.00 |  38,700.00 3,870.00 42,570.00
4.c | Floor Mounted Aircon Unit 3.00 | unit 2,688.00 8064.00 806.00 | 8,870.00
5  Lazareto Building ‘

~ 5.a | Window Type 1.00 | unit 121000 | 1,210.00 121.00 1,331.00
5b | Split Type Aircon Unit 3.00 unit 2,150.00 6,450.00 645.00 | 7,095.00
6 | Malasakit Building 1 o

' 6.a | Split Type Aircon Unit 6.00  unit 2,150.00 12,900.00 | 1,290.00 14,190.00

7 Chapel - ) ' |

' 7.a | Window Type 100 wnit | 1,210.00 1,210.00 121.00 | 1,331.00 |
7.b | Split Type Aircon Unit 1.00  unit 215000 |  2,150.00 215.00 2,365.00
8 | ACIU/Bayanihan Building i | !

8.a | Window Type 200 unit 1,210.00 2,420,00 242.00 2,662.00
8.b | Split Type Aircon Unit 13.00 | unit 2150.00 | 27,950.00 279500 |  30,745.00
9 | Male Ward | B

" 9a | Window Type 1.00 | unit 1,21000 1,210.00 121.00 | 1,331.00

' 10 | LLU Building ) |
10.a | Window Type 1.00 | unit 1,21000 [ 1,210.00 121.00 1,331.00 |
10.b | Split Type Aircon Unit 1.00 | unit 2,150.00 2,150.00 21500 2,365.00
11 | CSSU Building _ ' L

' 11.a | Window Type 200 | unit 1,210.00 2420.00 242,00 2,662.00

" 12 | O.T. Building B ,

12.a | Split Type Aircon Unit 200 unit 2,150,00 4,300.00 | 430.00 4,730.00

' 12.b |Floor Mounted Aircon Unit 4,00 unit 324000  12,960.00 - 1,296.00 14,256.00
13 |Male / Female Ward Nurse Station |
13.a Window Type 500 unit 1,210.00 6,050.00 1 605.00 6.655.00

13.b |Split Type Aircon Unit 400 unit | 2150.00 8,600.00 860.00 9,460.00
14 |Admin Building | | |

14.a |Window Type = 200 unit | 121000 2,420,00 | 242.00 266200
14.b | Split Type Aircon Unit 400 unit 2,150.00 8,600.00 860.00 9,460.00

15 |HOPSS Building | ,

' 15.a |Split Type Aircon Unit 12.00 | unit 2,150.00 | 25,800.00 | 2,580.00 28,380.00
16 |COA Building _

" 16.a | Window Type 3.00 | unit 1,210.00 3,630.00 | 363.00 3,993.00

17 |MMU Warehouse | |




Chief Administrative Officer

Medical Center Chief |

17.a |Window Type 3.00] unit 1,210.00 3,630.00 | [ 363.00 3.993.00 |
17.b [Split Type Aircon Unit 3.00] unit 2,150.00 6,450.00 ; 64500 7.095.00
18 MRF Area i
18.a | Split Type Aircon Unit 3.00 | unit 215000 645000 | 645.00 7,05.00
19 |Canteen Building
' 19.a ;Split Type Aircon Linit 1.00 | unit 2,150.00 2,150.00 215.00 2,365.00
19.b [Floor Mounted Aircon Unit 200 unit i 268800  5376.00 538.00 5,914.00
20 |Pink Dorm Building | .
20.a 'Window Type 200 unit 1,21000 . 2.420.00 24200 ; 2,662.00 .
20.b , Split Type Aircon Unit 3.00] unit 215000  6450.00 L 4500 7,095.00
20.c {Fioor Mounted Aircon Unit 2001 unit 2,688.00 5,376.00 T 538.00 5.914.00
| 21 |Procurement Building _ ! ; |
21.a |Window Type 1.00 | unit 1,210.00 1,210.00 121.00 1,331.00
21.b |Split Type Aircon Unit 6.00 | unit 215000 | 12,900.00 ; 1,200.00 | 14,190.00
| 22 |Temporary NDU | |
22.a 'Window Type 3.00° unit 121000 1 3630.00 | 36300 3,993.00 |
23 |HIMU Building ' : ' f
23.a |Split Type Aircon Unit 7.00 ] unit 215000 |  15,050.00 | 1,505.00 16,555.00
23.b iFloor Mounted Aircon Unit 200 unit 2,688.00 5,376.00 ; 538.00 5,914.00
24 _|EFMU Building : |
24.a [Window Type 7.00 | unit 1,210.00 8,470.00 847.00 9,317.00
24.b |Split Type Aircon Unit 1.00 | unit 2,150.00 2,150.00 215.00 2,365.00
_ 25 |Guard House ;
25.a |Window Type 100 [ unit 1,210.00 1,210.00 ~ 12100 1,331.00 |
26 |Radiology Complex Bullding ! | ' ?
26.a | Split Typs Aircon Unit 600 unit | 215000 12,900.00 T 1,20000 14,190.00 -
26.b {Floor Mounted Aircon Unit 200 | unit 2,688.00 5,376.00 ; | 53800 5,914.00
TOTAL UNITS 236.00 ! 458,600.00 . 45861.00]
- Sub-total 504,461.00
3 OCM + CP (15%) 75,669.15
! TAX (5%)! 25 223.05
[GRAND TOTAL ! ! ; | 605353.20
. Villnueva
Prepared by: Dela Cruz Noted by: Vo Menders
Marco {32605 0600
MARCOM.DELACRUZ  AerGy Marcelo JOHNIEL JUNE M. VILLANUEVA
Administrative Assistant | 14:06:27 Engineer Il
+08'00'
Recommending Approval ; Approved . ¢ a Dannis Dayao Launo
e G AN . i
VINCENT A. 1SIP, MPA DENNIS DAYAGY GRDONA, MD



